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Ventilation System Evaluation

The ventilation in the bureau is provided by three self-contained
or single-package Carrier® air-cooled vertical heating and cooling
units. -Each unit serves about one-third of the total office area.
Units 2-1 and 2-2 are 20-ton units and unit 2-3 is a 15-ton unit.
(See Figure I for locations). The units have no humidification
system and air is filtered for dust by a bank of six filters. The
units operate off of a seven day clock and are run 24 hours a day
except from 1:00pm on Saturday until 6:30pm Sunday evening. Each
of the units takes in air through the 18 square foot air return at
the back (wall side) of the units. Additionally each has a 14 inch
square duct (1.4 square feet) coming in through the wall and
butting up against the air intake screen. A damper control was
present on each of these ducts but direct exterior observation as
to whether they were open or closed was not possible due to the
external inaccessibility of the units' second floor
through-the-wall installation.

Each of the units is connected to independent air distribution
systems which terminate at ceiling diffusers. Units 2-1 and 2-2
produce a nominal air supply of 8000 cubic feet per minute (cfm)
and unit 2-3 produces an air supply of 6000 cfm.

No provisions were made for exhausting air in the office other than
for lavatory fans present in each of the three restrooms.
Additionally, contact with the original contractor indicated that
the units were installed prior to the installation of office walls,
the suspended ceilings, additional insulation, and sealing of the
windows. At the time of installation the area was a large open
factory floor with numerous windows permitting rapid infiltration
of outside air and exfiltration of heated or cooled air. Current
office practice is to prop the entrance door open to the public
stairwell to permit some added circulation.

The units take in return air directly through the back from their
immediate location. Plastic grills were installed in the ceiling
located about 30 inches above the air return on the unit apparently
with the intention of using the space above the suspended ceiling
as a return air plenum, but there is no direct connection of the
unit to the ceiling for air return. Additionally small plastic
grills were installed in the ceiling of the various offices but are
not connected to any ductwork. The suspended ceiling height is 8
feet 10.5 inches, creating a 38 inch plenum below the original

concrete ceiling. Air return to the units from remote areas is
considered inadequate.

The Ohio Basic Building Code? requires office ventilation systems
to provide a minimum of 5 cfm of outdoor air per office occupant
and 40 cfm per water closet or urinal in restrooms. Total minimum
fresh air intake introduced into the air return should be 25
percent. Eighty-five percent of the air supply may be recirculated
provided the system is equipped with effective absorption or
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filtering equipment to maintain a specified minimum air quality
including the absence of objectionable odors.2 Calculations
obtained from dimensions of the outside air intake and ventilation
unit air returns are presented in Table II. A comparison of these
figures to those calculated using the Ohio Building Code
requirements appears in Table II.

Direct communication with the City of Cincinnati Building
Department indicated that the amount of fresh, outdoor air
introduced into a ventilation system would be determined from the
governing building codes at the time of installation. However,
provisions must also be made for adequate air distribution within
the building and this includes both air supply and return systems.

VI. SUMMARY AND RECOMMENDATIONS

While odors in themselves are not the cause of disease, the discomfort
and disagreeable nature associated with obnoxious odors including a
conglomeration of occupied - space odors may cause temporary ill
effects. The effects that fringe upon i11 health include lowered
appetite, lowered water consumption, impaired respiration (i.e. shallow
breathing), nausea, vomiting, and insomnia.l,

Inspection of the Tax Bureau and surrounding areas did not reveal any
specific odor sources. Information obtained concerning the ventilation
units and their operation indicates that the current conditions of
operation are significantly different from those existing at the time
of installation. Therefore, the problem appears to be largely due to
1) insufficient intake of fresh outside air and 2) inadequate
circulation and air return to the ventilation units.

NIOSH recommends that the units be evaluated for adequate air supply,
return, and exchange (intake of outside air) under present operating
conditions after replacement of the suspended ceiling is completed (See
Table II and reference 2), provisions should then be made for bringing
the ventilation system up to code. This would include the installation
of an active recirculation or air return system to the units.
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TABLE I

Passive Microbial Air Sampling Results

Cincinnati Income Tax Bureau
Cincinnati, Ohio 45202

HETA 81-469
January 1982

CULTURE GROWTH

Exposure Duration

Sample Location* (minutes) Bacterial Fungal
Center row, north end, 15 No growth Penicillium species
filing area; served by
ventilation unit 2-1. 45 No growth No growth
Auditing area, north end, 15 No growth No growth
along center partition; served by
ventilation unit 2-3. 45 No growth No growth

Staphylococcus epidemidis No growth

Lunch room, west end, 15
by aisle; served by

ventilation unit 2-2. 45
Office area, room 9403 15
Federal Office Building

Cincinnati, Ohio. 45
Private residence, 15
Cincinnati, Ohio. 45

Unopened Control 1

Unopened Control 2 -

No growth
No growth
Staphylococcus epidermidis

Staphylococcus epidermidis
Staphylococcus epidermidis

No growth

No growth

Aspergillus niger
No growth
No growth

Cladosporium species
Cladosporium species

No growth

Mycelia sterila**

* Samples in each set were obtained side by side.

Plates were Tlaid open on flat surfaces about 1.5

meters above the floor and an effort was made to avoid lTocating them directly under an air supply vent.
Suspended ceiling height is 2.7 meters. Set obtained at residence was at level of 0.76 meters.

** Presumptive designation.



TABLE II

. Fresh Air Supply Requirements
Cincinnati Income Tax Bureau
Cincinnati, Ohio 45202
HETA 81-469
March 1982
0BBC3 ASHRAE4
Calculated Required Recommended
Fresh Air IntakeZ Air Intake Air Intake
Ventilation Unit Nominal CFM1 CFM CFM CFM
2-1 8000 640 2000 986
2-2 8000 640 2000 986
2-3 6000 480 1500 740
Totals: 22000 1760 5500 2712

‘:ﬂ;é Evaporator fan performance CFM from manufacturer's product literature.

2. Fresh air intake for each unit calculated by dividing the area of the intake duct
by total unit air intake area and multiplying this value (0.08) times total
CFM. No allowances made for resistance or reduced duct area due to dampers.

3. Values indicated are those required by the Ohio Basic Building Code which
specifies 25 percent of the return air be fresh, outside air. Value may be lower
if office has operable windows. Note that on July 1, 1982 the City of Cincinnati
will require 33 percent outside air for new ventilation installations.

4, Values indicated are those recommended by ASHRAE for offices where smoking is
permitted, (20 CFM per person) and the higher ventilation value for restrooms
(75 CFM per water closet). Percentages and total CFM calculation are based on 65
employees; 27 taxpayers (variable numbers); and 12 water closets. Unit 2-3 handles
27% of the total CFM; units 2-1 and 2-2 handle 36% each.
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